IRS Building Delegation
Performance Work Statement

TECHNICAL EXHIBIT TE-5-PA
PHILADELPHIA, PENNSYLVANIA
Equipment Preventive Maintenance & Certification/Testing

Certific
a- tion /
Item #| Number Bldg |IRS PM Guide] Frequency| QTY IRS PM DESCRIPTION Testing MAKE/MODEL DESCRIPTION LOCATION YEAR
AT Dryer, Refrigerated or Regenerative
1 A-01-1 | South A-01 SA 1 |Desiccant Type AIR DRYER MODEL DS5-100 Loading Dock 1998
Air Dryer, Refrigerated or Regenerative
2 A-01-2 | South A-01 SA 1 [Desiccant Type AIR DRYER MODEL DS25 Loading Dock 35064
3 A-06-1 | East A-02 A 1 [Unitary, Heating and Cooling Unit A/C Trane, Model TCD 300, 25 Ton, Unit 1 Roof 1991
4 A-06-2 | East A-02 A 1 [Unitary, Heating and Cooling Unit A/C Trane, Model TCD 300, 25 Ton, Unit 2 Roof 1991
5 A-06-3 | East A-02 A 1 [Unitary, Heating and Cooling Unit A/C Trane, Model TCD 300, 25 Ton, Unit 3 Roof 1991
6 A-06-4 | East A-02 A 1 [Unitary, Heating and Cooling Unit A/C Trane, Model TCD 300, 25 Ton, Unit 4 Roof 1991
7 A-06-5 | East A-02 A 1 [Unitary, Heating and Cooling Unit A/C Trane, Model TCD 300, 25 Ton, Unit 5 Roof 1991
8 A-06-6 | East A-02 A 1 [Unitary, Heating and Cooling Unit A/C Trane, Model TCD 300, 25 Ton, Unit 6 Roof 1991
9 A-06-7 | East A-02 A 1 [Unitary, Heating and Cooling Unit A/C Trane, Model TCD 300, 25 Ton, Unit 7 Roof 1991
10 A-06-8 | East A-02 A 1 [Unitary, Heating and Cooling Unit A/C Trane, Model TCD 180, 15 Ton, Unit 8 Roof 1991
11 A-06-9 | East A-02 A 1 |Unitary, Heating and Cooling Unit A/C Trane, Model TCD 150, 12.5 Ton, Unit 9 Roof 1991
12 | A-03-1 | South A-03 SA 1 |Humidification Systems Humidification System, DATA AIRE 2 TON, Unit 1 Laser Rm 2000
13 | A-03-2 | South A-03 SA 1 |Humidification Systems Humidification System, DATA AIRE 2 TON, Unit 2 Laser Rm 2000
14 | A-03-3 | South A-03 SA 1 |Humidification Systems Humidification System, Leibert 10 Ton, Unit 10 Laser Rm 1088
15 | A-03-4 | South A-03 SA 1 |Humidification Systems Humidification System, Leibert 10 Ton, Unit 11 Laser Rm 1088
16 | A-03-5 | South A-03 SA 1 |Humidification Systems Humidification System, Leibert 10 Ton, Unit 12 Laser Rm 1088
17 | A-03-6 | South A-03 SA 1 |Humidification Systems Humidification System, Leibert 10 Ton, Unit 13 Laser Rm 1088
18 | A-03-7 | South A-03 SA 1 |Humidification Systems Humidification System, Leibert 10 Ton, Unit 14 Laser Rm 1088
19 | A-04-1 | South A-04 SA 1 |Air Compressor Air Compressor, Model 2420-N-5, Unit 1 Loading Dock
20 | A-04-2 | South A-04 SA 1 |Air Compressor Air Compressor, Model 2420-N-5, Unit 2 Loading Dock
Air Conditioning Machine, Split System
21 | A-05-1 | East A-05C M 1 |Special Purpose 10 tons and under Liebert, Unit 1 Telephone Closet #1 1091
Air Conditioning Machine, Split System
22 | A-05-2 | East A-05C M 1 |Special Purpose 10 tons and under Liebert, Unit 2 Telephone Closet #2 1091
Air Conditioning Machine, Split System
23 | A-05-3 | East A-05C M 1 |Special Purpose 10 tons and under Liebert, Unit 3 Telephone Closet #3 1091
Air Conditioning Machine, Split System
24 | A-05-4 | East A-05C M 1 |Special Purpose 10 tons and under Liebert, Unit 4 Telephone Closet #4 1091
Air-Conditioning Machine Package Unit AIC CARRIER MODEL OTFF012-601GA 10 TON,
25 | A-06-19 | South A-06A A 1 |[(Comfort Cooling) 10 tons and under Unit 22 Roof 2000
Air-Conditioning Machine Package Unit
26 | A-06-21 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 1 Roof 1088-1990
Air-Conditioning Machine Package Unit
27 | A-06-22 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 2 Roof 1088-1990
Air-Conditioning Machine Package Unit
28 | A-06-23 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 3 Roof 1088-1990

PAGE 1 of 30 PAGES




IRS Building Delegation
Performance Work Statement

TECHNICAL EXHIBIT TE-5-PA
PHILADELPHIA, PENNSYLVANIA
Equipment Preventive Maintenance & Certification/Testing

Certific
a- tion /
Item #| Number Bldg |IRS PM Guide] Frequency| QTY IRS PM DESCRIPTION Testing MAKE/MODEL DESCRIPTION LOCATION YEAR

Air-Conditioning Machine Package Unit

29 | A-06-24 | South A-06A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 4 Roof 1988-1990
Air-Conditioning Machine Package Unit

30 | A-06-25 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 5 Roof 1088-1990
Air-Conditioning Machine Package Unit

31 | A-06-26 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 6 Roof 1088-1990
Air-Conditioning Machine Package Unit

32 | A-06-27 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 7 Roof 1088-1990
Air-Conditioning Machine Package Unit

33 | A-06-28 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 8 Roof 1088-1990
Air-Conditioning Machine Package Unit

34 | A-06-29 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 9 Roof 1088-1990
Air-Conditioning Machine Package Unit

35 | A-06-30 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 10 Roof 1088-1990
Air-Conditioning Machine Package Unit

36 | A-06-31 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 11 Roof 1088-1990
Air-Conditioning Machine Package Unit

37 | A-06-32 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 12 Roof 1088-1990
Air-Conditioning Machine Package Unit

38 | A-06-33 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 13 Roof 1088-1990
Air-Conditioning Machine Package Unit

39 | A-06-34 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 14 Roof 1088-1990
Air-Conditioning Machine Package Unit

40 | A-06-35 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 15 Roof 1088-1990
Air-Conditioning Machine Package Unit

41 | A-06-36 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 16 Roof 1088-1990
Air-Conditioning Machine Package Unit

42 | A-06-37 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 17 Roof 1088-1990
Air-Conditioning Machine Package Unit

43 | A-06-38 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 18 Roof 1088-1990
Air-Conditioning Machine Package Unit

44 | A-06-39 | South A-06A A 1 |(Comfort Cooling) 10 tons and under A/C Lennox, MODEL HA15-513-3G, 5 Ton, Unit 19 Roof 1088-1990
Air-Conditioning Machine Package Unit A/C Worthington,MODEL URS-10105-3U 20 TON,

45 | A-06-1 | South A-06B A 1 [(Comfort Cooling) Over 10 tons Unit 1 Roof 1969
Air-Conditioning Machine Package Unit AIC Carrier, MODEL ODL-044-600YF 40 Ton, Unit

46 | A-06-10 | South A-06B A 1 [(Comfort Cooling) Over 10 tons 10 Roof 1988-1990
Air-Conditioning Machine Package Unit AIC Carrier, MODEL OME-044-600 JG, 38 Ton, Unit

47 | A-06-11 | South A-06B A 1 [(Comfort Cooling) Over 10 tons 11 Roof 1988-1990
Air-Conditioning Machine Package Unit AIC Carrier, MODEL OME-044-600 JG, 38 Ton, Unit

48 | A-06-12 | South A-06B A 1 [(Comfort Cooling) Over 10 tons 12 Roof 1988-1990
Air-Conditioning Machine Package Unit A/C CARRIER MODEL OME-040-601FC 35 TON,

49 | A-06-13 | South A-06B A 1 [(Comfort Cooling) Over 10 tons Unit 13 Roof
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Air-Conditioning Machine Package Unit

50 | A-06-14 | South A-06B 1 |(Comfort Cooling) Over 10 tons A/C YORK 12.5 TON UNIT 14
Air-Conditioning Machine Package Unit AIC Carrier, MODEL 38AE-016-600 (14 Ton ), Unit

51 | A-06-15 | South A-06B A 1 |(Comfort Cooling) Over 10 tons 17 New Cafe - Ceiling  |1988-1990
Air-Conditioning Machine Package Unit AIC CARRIER MODEL OME-024-620CC 20 TON,

52 | A-06-15 | South A-06B A 1 [(Comfort Cooling) Over 10 tons Unit 15 Roof
Air-Conditioning Machine Package Unit A/C CARRIER MODEL 50HJ015-025 12.5 TON, Unit

53 | A-06-17 | South A-06B A 1 [(Comfort Cooling) Over 10 tons 19 Roof
Air-Conditioning Machine Package Unit AIC CARRIER MODEL OOMEJ064-600RB 60 TON,

54 | A-06-18 | South A-06B A 1 [(Comfort Cooling) Over 10 tons Unit 21 Roof 2000
Air-Conditioning Machine Package Unit A/C Worthington,MODEL URS-10105-3U 20 TON,

55 | A-06-2 | South A-06B A 1 [(Comfort Cooling) Over 10 tons Unit 2 Roof 1969
Air-Conditioning Machine Package Unit

56 | A-06-20 | South | A-06B A 1 |(Comfort Cooling) Over 10 tons AIC AAON, 15 Ton, Unit 15 Roof - Modular 1988-1990
Air-Conditioning Machine Package Unit AIC Worthington,MODEL URS-10105-3U 20 TON,

57 | A-06-3 | South A-06B A 1 [(Comfort Cooling) Over 10 tons Unit 3 Roof 1969
Air-Conditioning Machine Package Unit A/C Worthington,MODEL URS-10105-3U 20 TON,

58 | A-06-4 | South A-06B A 1 [(Comfort Cooling) Over 10 tons Unit 4 Roof 1969
Air-Conditioning Machine Package Unit A/C Worthington,MODEL URS-10105-3U 20 TON,

59 | A-06-5 | South A-06B A 1 [(Comfort Cooling) Over 10 tons Unit 5 Roof 1969
Air-Conditioning Machine Package Unit AIC & Gas Heat, Carrier, MODEL48DF28D,25 TON,

60 | A-06-6 | South A-06B A 1 [(Comfort Cooling) Over 10 tons Unit 6 Roof 1988-1990
Air-Conditioning Machine Package Unit AIC & Gas Heat, Carrier, MODEL 48DF034C,30

61 | A-06-7 | South A-06B A 1 [(Comfort Cooling) Over 10 tons TON, Unit 7 Roof 1988-1990
Air-Conditioning Machine Package Unit AIC & Gas Heat, Carrier, MODEL48DRO16 15 TON,

62 | A-06-8 | South A-06B A 1 [(Comfort Cooling) Over 10 tons Unit 8 Roof 1988-1990
Air-Conditioning Machine Package Unit AIC Carrier, MODEL ODO-014-600PC 12.5 Ton,

63 | A-06-9 | South A-06B A 1 [(Comfort Cooling) Over 10 tons Unit9 Roof 1988-1990
Air-Conditioning Machine, Package Unit

64 | A-07-1 | South A-07A M 1 |(Special Purpose) 10 tons and under AIC, Leibert MODEL FH245A-A01, 10 Ton, Unit 10 Laser Rm 1088
Air-Conditioning Machine, Package Unit

65 | A-07-2 | South A-07A M 1 |(Special Purpose) 10 tons and under AIC, Leibert MODEL FH245A-A01, 10 Ton, Unit 11 Laser Rm 1088
Air-Conditioning Machine, Package Unit

66 | A-07-3 | South A-07A M 1 |(Special Purpose) 10 tons and under AIC, Leibert MODEL FH245A-A01, 10 Ton, Unit 12 Laser Rm 1088
Air-Conditioning Machine, Package Unit

67 | A-07-4 | South A-07A M 1 |(Special Purpose) 10 tons and under AIC, Leibert MODEL FH245A-A01, 10 Ton, Unit 13 Laser Rm 1088
Air-Conditioning Machine, Package Unit

68 | A-07-5 | South A-07A M 1 |(Special Purpose) 10 tons and under AIC, Leibert MODEL FH245A-A01, 10 Ton, Unit 14 Laser Rm 1088

69 | A-08-1 | South A-08 A 1 |Air-Conditioning, Window Unit AIC, GE, Window Unit, 9000 BTU Door 3 1988-1990

70 | A-08-2 | South A-08 A 1 |Air-Conditioning, Window Unit AIC, GE, Window Unit, 9000 BTU Gate 7 1988-1990

71 A-08-3 | South A-08 A 1 |Air-Conditioning, Window Unit A/C, GE, Window Unit, 18000 BTU Dock Office 1988-1990

72 | A-08-4 | South A-08 A 1 |Air-Conditioning, Window Unit AIC, GE, Window Unit, 9000 BTU Smoke Room 1988-1990
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Condenser, Liebert, 10 Ton MODEL DCDF408A,
73 | A-09-1 | South| A-09A A 1 |Air-cooled Condenser 20 tons and under Unit 10 Outside Laser Rm | 1988-1990
Condenser, Liebert, 10 Ton MODEL DCDF408A,
74 | A-09-2 | South| A-09A A 1 |Air-cooled Condenser 20 tons and under Unit 11 Outside Laser Rm | 1988-1990
Condenser, Liebert, 10 Ton MODEL DCDF408A,
75 | A-09-3 | South | A-09A A 1 |Air-cooled Condenser 20 tons and under Unit 12 Outside Laser Rm | 1988-1990
Condenser, Liebert, 10 Ton MODEL DCDF408A,
76 | A-09-4 | South| A-09A A 1 |Air-cooled Condenser 20 tons and under Unit 13 Outside Laser Rm | 1988-1990
Condenser, Liebert, 10 Ton MODEL DCDF408A,
77 | A-09-5 | South | A-09A A 1 |Air-cooled Condenser 20 tons and under Unit 14 Outside Laser Rm | 1988-1990
Condenser Carrier, MODEL 38AE-016-600 5 TON (14
78 | A-09-6 | South| A-09A A 1 |Air-cooled Condenser 20 tons and under Ton), Unit 17 Outside Door #3 | 1988-1990
Heat Pump, Lennox MODEL HP15-653-1G 5 TON,
79 | A-10-1 | South A-10A A 1 [Heat Pumps 5 tons and under HP #1 Roof 1988-1990
Heat Pump, Lennox MODEL HP15-653-1G 5 TON,
80 | A-10-2 | South A-10A A 1 [Heat Pumps 5 tons and under HP #2 Roof 1988-1990
Heat Pump, Lennox MODEL HP15-653-1G 5 TON,
81 | A-10-3 | South A-10A A 1 [Heat Pumps 5 tons and under HP #3 Roof 1988-1990
Heat Pump, Lennox MODEL HP15-653-1G 5 TON,
82 | A-10-4 | South A-10A A 1 [Heat Pumps 5 tons and under HP #4 Roof 1988-1990
Heat Pump, Lennox MODEL HP15-653-1G 5 TON,
83 | A-10-5 | South A-10A A 1 [Heat Pumps 5 tons and under HP #5 Roof 1988-1990
Air Conditioning Unit,, Ceiling/Wall Mounted, AIC Unit, Space Cooler MODEL 6C24AC TON 2, Unit
84 A-13-1 | South A-13A A 1 [Comfort Cooling 1 Trevose Room
Air Conditioning Unit,, Ceiling/Wall Mounted, A/C Unit, Space Cooler MODEL 6C24AC TON 2, Unit
85 | A-13-10 | South A-13A A 1 [Comfort Cooling 10 Audio/Visual Room
Alr Condltlonlng unit,, Celllng/WaII Mounted, A/C DATA AIRE MODEL DAMD-1512-P 2 TON, Unit
86 | A-13-11 | South A-13A A 1 [Comfort Cooling 1 Files, Rear Phone Closet
Alr Condltlonlng unit,, Celllng/WaII Mounted, A/C DATA AIRE MODEL DAMD-1512-P 2 TON, Unit
87 | A-13-12 | South A-13A A 1 [Comfort Cooling 2 Files, Front Phone Closet
Air Conditioning Unit,, Ceiling/Wall Mounted, A/C Unit, Space Cooler MODEL 6C24AC TON 2, Unit
88 A-13-2 | South A-13A A 1 [Comfort Cooling 2 Nicetown Room
Air Conditioning Unit,, Ceiling/Wall Mounted, A/C Unit, Space Cooler MODEL 6C24AC TON 2, Unit
89 | A-13-3 | South A-13A A 1 |Comfort Cooling 3 Tioga Room
Air Conditioning Unit,, Ceiling/Wall Mounted, A/C Unit, Space Cooler MODEL 6C24AC TON 2, Unit
90 A-13-4 | South A-13A A 1 |Comfort Cooling 4 Room 1040
Air Conditioning Unit,, Ceiling/Wall Mounted, A/C Unit, Space Cooler MODEL 6C24AC TON 2, Unit
o1 A-13-5 | South A-13A A 1 [Comfort Cooling 5 ATS Room
Air Conditioning Unit,, Ceiling/Wall Mounted, A/C Unit, Space Cooler MODEL 6C24AC TON 2, Unit
92 | A-13-6 | South A-13A A 1 |Comfort Cooling 6 Underreporter
Air Conditioning Unit,, Ceiling/Wall Mounted, A/C Unit, Space Cooler MODEL 6C24AC TON 2, Unit
93 | A-13-7 | South A-13A A 1 |Comfort Cooling 7 Graphics Room
Air Conditioning Unit,, Ceiling/Wall Mounted, AIC Unit, Space Cooler, incl. Heat MODEL C8AO/1-
94 | A-13-8 | South A-13A A 1 |Comfort Cooling 13 2 TON, Unit 8 Philadelphia Room
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Air Conditioning Unit,, Ceiling/Wall Mounted, AIC Unit, Space Cooler, incl. Heat MODEL C8AO/1-
95 | A-13-9 | South A-13A A 1 |Comfort Cooling 13 2 TON, Unit 9 Philadelphia Room
96 | B-01-01 | South B-01 1 |Battery Charger Battery Charger, Onan, 6 Volt Electrical Vault 1969
B-02A, B- Boiler (Coal, Oil, and Gas), 120 MBTU's or
97 | B-02-01 | South |07A, BO8BA A 1 |less YES |Boiler, Peerless, Mod. # 210-5-WS Boiler Rm 1969
98 | B-03-01 | South B-03 A 1 |Burner, Gas Carrier, A/C & Heat unit # 6 Roof 1988-1990
99 | B-03-02 | South B-03 A 1 |Burner, Gas Carrier, A/C & Heat unit # 7 Roof 1988-1990
100 | B-03-03 | South B-03 A 1 |Burner, Gas Carrier, A/C & Heat unit # 8 Roof 1988-1990
101 | D-01-01 | South D-01 SA 1 |Door, Power Operated Automatic Overhead Door, Cornell - #1 Loading Dock 1988-1990
102 | D-01-01 | East D-01 SA 1 |Door, Power Operated Overhead Door, Automatic, # 1 Loading Dock 1991
103 | D-01-02 | South D-01 SA 1 |Door, Power Operated Automatic Overhead Door, Cornell - #2 Loading Dock 1988-1990
104 | D-01-02 | East D-01 SA 1 |Door, Power Operated Overhead Door, Automatic, # 2 Loading Dock 1991
105 | D-01-03 | South D-01 SA 1 |Door, Power Operated Automatic Overhead Door, Cornell - #3 Loading Dock 1988-1990
106 | D-01-03 | East D-01 SA 1 |Door, Power Operated Overhead Door, Automatic, # 3 Loading Dock 1991
107 | D-01-04 | South D-01 SA 1 |Door, Power Operated Automatic Overhead Door, #4 New Cafe 1988-1990
108 | D-01-05 | South D-01 SA 1 |Door, Power Operated Automatic Overhead Door, #5 Sm Freight
109 | D-01-06 | South D-01 SA 1 [Door, Power Operated Automatic Door # 6 ACS
110 | D-01-07 | South D-01 SA 1 [Door, Power Operated Automatic Door # 7 Files
111 | D-01-08 | South D-01 SA 1 |Door, Power Operated Automatic Door # 8 UNDERREPORTER
112 | D-01-09 | South D-01 SA 1 [Door, Power Operated Automatic Overhead Door, Cornell - #9 Pre-Fab
113 | D-01-10 | South D-01 SA 1 |Door, Power Operated Automatic Door, Horton Automatics Door 03
Roof Drains, Downspout,, and Gutter
114 | D-03-01 | South D-03 A 23 |Inspection Roof Drains, 23 each Roof 1988-1990
Roof Drains, Downspout,, and Gutter
115 | D-03-01 | East D-03 A 7 |Inspection Roof Drains, 7 each Roof 1991
Door, Hydraulic, Electric, or Pneumatic
116 | D-04-01 | South D-04 Q 2 |Operated Doors, Electric, 2 each Room 1025
Door, Hydraulic, Electric, or Pneumatic
117 | D-04-01 | East D-04 Q 2 |Operated Doors, Electric, 2 each Door 01 1991
Door, Hydraulic, Electric, or Pneumatic
118 | D-04-02 | South D-04 Q 1 |Operated Doors, Electric, 1 each Door 03
Door, Hydraulic, Electric, or Pneumatic
119 | D-04-03 | South D-04 Q 4 |Operated Doors, Electric, 4 each Exam
Door, Hydraulic, Electric, or Pneumatic
120 | D-04-04 | South D-04 Q 2 |Operated Doors, Electric, 2 each Machine Room
Door, Hydraulic, Electric, or Pneumatic
121 | D-04-05 | South D-04 Q 3 |Operated Doors, Electric, 3 each Files ACS Restrooms
122 | D-05-01 | South D-05 SA 2 |Door, Main Entrance Doors, Main Entrance, 2 each DayCare Center 1988-1990
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123 | D-05-01 | East D-05 SA 1 |Door, Main Entrance Door, Glass Door 01 1091
124 | D-05-02 | South D-05 SA 4 |Door, Main Entrance Doors, Main Entrance, 4 each Exam
125 | D-05-02 | East D-05 SA 1 |Door, Main Entrance Door, Steel Door 02 1091
126 | D-05-03 | South D-05 SA 4 |Door, Main Entrance Doors, Main Entrance, 4 each Door 01
127 | D-05-03 | East D-05 SA 1 |Door, Main Entrance Door, Steel Door 03 1091
128 | D-05-04 | South D-05 SA 4 |Door, Main Entrance Doors, Main Entrance, 4 each Training
129 | D-05-04 | East D-05 SA 1 |Door, Main Entrance Door, Glass Door 04 1991
130 | D-05-05 | South D-05 SA 2 |Door, Main Entrance Doors, Main Entrance, 2 each Door 03
131 | D-05-05 | East D-05 SA 1 |Door, Main Entrance Door, Steel Door 05 1091
132 | D-05-06 | East D-05 SA 1 |Door, Main Entrance Door, Steel Door 06 1091
133 | D-10-01 | East D-10 A 1 |Door, Manual, Overhead Overhead Door, Manual Loading Dock 1991

E-01, E-02,
E-03, E-04,
E-05A, E-
06A, E-
07A,E- | A, SA, Elevator, Electric or Hydraulic, 4 floors or
134 | E-01-01 | South [08A, E-09A|Q, M, 5Y| 1 |less. YES |Handicap Lift, Holtzinger Gate Co. Files 1988-1990
E-01, E-02,
E-03, E-04,
E-05A, E-
06A, E-
07A,E- | A, SA, Elevator, Electric or Hydraulic, 4 floors or
135 | E-01-02 | South [08A, E-09A(Q, M, 5Y| 1 |less. YES |Elevator, Hydraulic, 5,000 LB Capacity Sm Freight
136 | E-18-01 | South E-18 Q 10 |Emergency Lights, Wet Cell Emergency Lights, Exit, 10 lights ACS & Pre-Fab
Underreporter, Maint &
137 | E-18-02 | South E-18 Q 10 |Emergency Lights, Wet Cell Emergency Lights, Exit, 10 lights Daycare
138 | E-18-03 | South E-18 Q 2 |Emergency Lights, Wet Cell Emergency Lights, Exit, 2 lights Exam & CIB
139 | E-18-04 | South E-18 Q 19 |Emergency Lights, Wet Cell Emergency Lights, Exit, 19 lights Personnel & Training
Warehouse, Machine &
140 | E-18-05 | South E-18 Q 7 |Emergency Lights, Wet Cell Emergency Lights, Exit, 7 lights Print Rm
141 | E-18-06 | South E-18 Q 5 |Emergency Lights, Wet Cell Emergency Lights, Exit/Flood Combo, 5 lights ACS & Pre-Fab
Underreporter, Maint &
142 | E-18-07 | South E-18 Q 19 |Emergency Lights, Wet Cell Emergency Lights, Exit/Flood Combo, 19 lights Daycare
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143 | E-18-08 | South E-18 Q 5 |Emergency Lights, Wet Cell Emergency Lights, Exit/Flood Combo, 5 lights Exam & CIB
144 | E-18-09 | South E-18 Q 3 [Emergency Lights, Wet Cell Emergency Lights, Exit/Flood Combo, 3 lights Personnel & Training
Warehouse, Machine &
145 | E-18-10 | South E-18 Q 9 |Emergency Lights, Wet Cell Emergency Lights, Exit/Flood Combo, 9 lights Print Rm
146 | E-18-11 | South E-18 Q 27 |Emergency Lights, Wet Cell Emergency Lights, Flood, 27 lights ACS & Pre-Fab
Underreporter, Maint &
147 | E-18-12 | South E-18 Q 42 |Emergency Lights, Wet Cell Emergency Lights, Flood, 42 lights Daycare
148 | E-18-13 | South E-18 Q 27 |Emergency Lights, Wet Cell Emergency Lights, Flood, 27 lights Exam & CIB
149 | E-18-14 | South E-18 Q 11 |Emergency Lights, Wet Cell Emergency Lights, Flood, 11 lights Personnel & Training
Warehouse, Machine &
150 | E-18-15 | South E-18 Q 2 |Emergency Lights, Wet Cell Emergency Lights, Flood, 2 lights Print Rm
151 | E-19-01 | South E-19 Q 18 |Emergency Lights, Closed , Systems Emergency Lights, 4 Head, 18 each Thru-Out 1988-1990
152 | E-19-01 | East E-19 Q 8 |Emergency Lights, Closed , Systems Emergency Lights, 8 each Thru-Out 1091
153 | E-19-02 | South E-19 Q 36 |Emergency Lights, Closed , Systems Emergency Lights, 2 Head, 36 each Thru-Out 1988-1990
154 | E-20-01 | South E-20 A 1 |Induction Disc Over-Current , Relay Over Current Relay Switchgear Rm 1088-1990
155 | E-20-02 | South E-20 A 1 |Induction Disc Over-Current , Relay Over Current Relay Switchgear Rm 1988-1990
156 | E-20-03 | South E-20 A 1 |Induction Disc Over-Current , Relay Over Current Relay Switchgear Rm 1088-1990
157 | E-20-04 | South E-20 A 1 |Induction Disc Over-Current , Relay Over Current Relay Switchgear Rm 1988-1990
158 | E-20-05 | South E-20 A 1 |Induction Disc Over-Current , Relay Over Current Relay Switchgear Rm 1088-1990
159 | E-20-06 | South E-20 A 1 |Induction Disc Over-Current , Relay Over Current Relay Switchgear Rm 1988-1990
160 | E-20-07 | South E-20 A 1 |Induction Disc Over-Current , Relay Over Current Relay Switchgear Rm 1988-1990
161 | E-20-08 | South E-20 A 1 |Induction Disc Over-Current , Relay Over Current Relay Switchgear Rm 1988-1990
162 | E-20-09 | South E-20 A 1 |Induction Disc Over-Current , Relay Over Current Relay Switchgear Rm 1988-1990
163 | E-20-10 | South E-20 A 1 |Induction Disc Over-Current , Relay Over Current Relay Switchgear Rm 1988-1990
Cow Voltage Power Circuit , Breaker (Over
164 | E-27-01 | South E-27 3Y 1 [100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
Cow Voltage Power Circuit , Breaker (Over
165 | E-27-02 | South E-27 3Y 1 [100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
Cow Voltage Power Circuit , Breaker (Over
166 | E-27-03 | South E-27 3Y 1 [100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
Cow Voltage Power Circuit , Breaker (Over
167 | E-27-04 | South E-27 3Y 1 |100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
Cow Voltage Power Circuit , Breaker (Over
168 | E-27-05 | South E-27 3Y 1 [100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
Cow Voltage Power Circuit , Breaker (Over
169 | E-27-06 | South E-27 3Y 1 [100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
Cow Voltage Power Circuit , Breaker (Over
170 | E-27-07 | South E-27 3Y 1 [100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
Cow Voltage Power Circuit , Breaker (Over
171 | E-27-08 | South E-27 3Y 1 [100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
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Low Voltage Power Circuit , Breaker (Over

172 | E-27-09 | South E-27 3Y 1 [100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
Low Voltage Power Circuit , Breaker (Over

173 | E-27-10 | South E-27 3Y 1 [100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
Cow Voltage Power Circuit , Breaker (Over

174 | E-27-11 | South E-27 3Y 1 |100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
Low Voltage Power Circuit , Breaker (Over

175 | E-27-12 | South E-27 3Y 1 [100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
Low Voltage Power Circuit , Breaker (Over

176 | E-27-13 | South E-27 3Y 1 [100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
Cow Voltage Power Circuit , Breaker (Over

177 | E-27-14 | South E-27 3Y 1 [100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
Cow Voltage Power Circuit , Breaker (Over

178 | E-27-15 | South E-27 3Y 1 [100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
Low Voltage Power Circuit , Breaker (Over

179 | E-27-16 | South E-27 3Y 1 [100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
Cow Voltage Power Circuit , Breaker (Over

180 | E-27-17 | South E-27 3Y 1 [100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990
Low Voltage Power Circuit , Breaker (Over

181 | E-27-18 | South E-27 3Y 1 [100 amps) Low Voltage Power Breaker, >50 amp Switchgear Rm 1988-1990

182 | E-29-01 | South E-29 A 1 |High Voltage Oil Circuit Breaker High Voltage Breaker Switchgear Rm 1988-1990

183 | E-29-02 | South E-29 A 1 |High Voltage Oil Circuit Breaker High Voltage Breaker Switchgear Rm 1988-1990
Switchboards, Medium Voltage , (per

184 | E-30=20 | South E-30A 3Y 1 |cubicle) Liebert Power Panel, 480 V In, 120/208 V Out Laser Print Rm 1088-1990
Switchboards, Medium Voltage , (per

185 | E-30-01 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voltage , (per

186 | E-30-01 | East E-30A 3Y 1 |cubicle) Electric Panel (208/230) Switchgear Rm 1091
Switchboards, Medium Voltage , (per

187 | E-30-02 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voltage , (per

188 | E-30-02 | East E-30A 3Y 1 |cubicle) Electric Panel (480/277) Switchgear Rm 1091
Switchboards, Medium Voltage , (per

189 | E-30-03 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voltage , (per

190 | E-30-04 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voltage , (per

191 | E-30-05 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voltage , (per

192 | E-30-06 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voltage , (per

193 | E-30-07 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
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Switchboards, Medium Voltage , (per
194 | E-30-08 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voliage , (per
195 | E-30-09 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voliage , (per
196 | E-30-10 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voliage , (per
197 | E-30-11 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voliage , (per
198 | E-30-12 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voliage , (per
199 | E-30-13 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voliage , (per
200 | E-30-14 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voliage , (per
201 | E-30-15 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voliage , (per
202 | E-30-16 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voliage , (per
203 | E-30-17 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voliage , (per
204 | E-30-18 | South E-30A 3Y 1 |cubicle) Switchboard Per Cubicle Switchgear Rm 1988-1990
Switchboards, Medium Voliage , (per
205 | E-30-19 | South E-30A 3Y 1 |cubicle) Liebert Power Panel, 480 V In, 120/208 V Out Laser Print Rm 1988-1990
High Voltage Network and, POwer Type
Transformer Dry Type Transformer - -
206 | E-33-01 | South E-33A A 1 |Power Type Transformer Dry, GE, 75 KVA Laser Print Rm 1988-1990
High Voltage Network and, POwer Type
Transformer Dry Type Transformer - -
207 | E-33-01 | East E-33A A 1 |Power Type Transformer, 300 KVA Switchgear Rm 1091
High Voltage Network and, POwer Type
Transformer Dry Type Transformer - -
208 | E-33-02 | South E-33A A 1 |Power Type Transformer, Dry, Challenger, 150 KVA Files 1988-1990
High Voltage Network and, POwer Type
Transformer Dry Type Transformer - -
209 | E-33-03 | South E-33A A 1 |Power Type Transformer, Dry, Challenger, 150 KVA Files 1988-1990
High Voltage Network and, POwer Type
Transformer Dry Type Transformer - -
210 | E-33-04 | South E-33A A 1 |Power Type Transformer, Dry, Westinghouse, 112.5 KVA Files 1988-1990
High Voltage Network and, POwer Type
Transformer Dry Type Transformer - -
211 | E-33-05 | South E-33A A 1 |Power Type Transformer, Dry, GE, 30 KVA Door 03 1988-1990
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212

E-33-06

South

E-33A

High Voltage Network and, Power Iype
Transformer Dry Type Transformer - -
Power Type

Transformer, Federal, Pacific , Dry 45 KVA

Switchgear Rm

1988-1990

213

E-33-07

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer, Dry, Square D, 45 KVA

Switchgear Rm

1988-1990

214

E-33-08

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer, Dry, PowerFormer, 45 KVA

Switchgear Rm

1988-1990

215

E-33-09

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer, Dry, Challenger, 75 KVA

Switchgear Rm

1988-1990

216

E-33-10

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer, Dry, Westinghouse, 37.5 KVA

Sprinkler Rm

1988-1990

217

E-33-11

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer, Dry, Challenger, 75 KVA

New Extension

1988-1990

218

E-33-12

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transfomer. Dry, GE, 112 KVA

Exam Mens Closet

1988-1990

219

E-33-13

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer, Dry, Westinghouse, 30 KVA

Modular

1988-1990

220

E-33-14

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Power Center, 750 KVA, Primary 13.2KV, 30 Delta

Switchgear Room

1988-1990

221

E-33-15

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Power Center, 750 KVA, Primary 13.2KV, 30 Delta

Switchgear Room

1988-1990

222

E-33-16

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer, Dry, Sorgel, 75 KVA

Exam

223

E-33-17

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer, Dry, Sorgel, 75 KVA

Exam

224

E-33-18

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer, General Electric, Dry 45 KVA

Switchgear Room

225

E-33-19

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer, MGM 112.5 KVA

Switchgear Room
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226

E-33-20

South

E-33A

High Voltage Network and, Power Iype
Transformer Dry Type Transformer - -
Power Type

Transformer

, Westinghouse 1500 KVA

Switchgear Room

227

E-33-21

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer,

Federal, Pacific, 75 KVA

Door 2 (Ceiling)

228

E-33-22

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer,

Challenger, 75 KVA

Door 2 (Ceiling)

229

E-33-23

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer

, Siemens, Dry, 150 KVA

Machine Room

230

E-33-24

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer,

General Electric, 30 KVA

Door 3 (Files)

231

E-33-25

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer,

Magnetek, Dry 45 KVA

Door 5, Elevator

232

E-33-26

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer.

Siemens 150 KVA

Training, Electric Rm

233

E-33-27

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer,

General Electric, 150 KVA

Switchgear Room

234

E-33-28

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer,

Siemens 112.5 KVA

Training, Electric Rm

235

E-33-29

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer

, Square D, 75 KVA

Exam

236

E-33-30

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer,

Square D, 75 KVA

Exam

237

E-33-31

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer,

GE, 75 KVA

Exam

238

E-33-32

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer

, Challenger, 75 KVA

Exam

239

E-33-33

South

E-33A

High Voltage Network and, POWer Type
Transformer Dry Type Transformer - -
Power Type

Transformer,

GE, 75 KVA

Exam
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High Voltage Network and, Power 1ype
Transformer Dry Type Transformer - -

240 | E-33-34 | South E-33A A 1 [Power Type Transformer, Power Former, 75 KVA 1009 Exam
High Voltage Network and, Power Type
Transformer Dry Type Transformer - -

241 | E-33-35 | South E-33A A 1 [Power Type Transformer, 2 KVA Door 5
High Voltage Network and, Power Type
Transformer Dry Type Transformer - -

242 | E-33-36 | South E-33A A 1 |Power Type Transformer, Westinghouse, 30 KVA Pre-Fab
High Voltage Network and, Power Type
Transformer Dry Type Transformer - -

243 | E-33-37 | South E-33A A 1 |Power Type Transformer. Siemens 150 KVA Files, Rear Closet
Disconnects or Isolating Switch, Per Switch, **Switchgear Disconnect, Motor Control, Exhaust

244 | E-34-01 | South E-34A A 1 |Under 200 amps >600 VOLTS Fan® Switchgear Room
Disconnects or Isolating Switch, Per Switch, **Switchgear Disconnect, Motor Control, Exhaust

245 | E-34-02 | South E-34A A 1 |Under 200 amps >600 VOLTS Fan®+ Switchgear Room
Disconnects or Isolating Switch, Per Switch,

246 | E-34-03 | South E-34A A 1 |Under 200 amps >600 VOLTS Disconnect, I-T-E, 60 A Exam
Disconnects or Isolating Switch, Per Switch,

247 | E-34-04 | South E-34A A 1 |Under 200 amps >600 VOLTS Disconnect, Cutler Hammer (Breaker), 150 A Machine Room
Disconnects or Isolating Switch, Per Switch,

248 | E-34-05 | South E-34A A 1 |Under 200 amps >600 VOLTS Disconnect, Siemens, 30 A Freight Lift
Disconnects or Isolating Switch, Per Switch,

249 | E-34-06 | South E-34A A 1 |Under 200 amps >600 VOLTS Disconnect, Westinghouse, 60 A Loading Dock
Disconnects or Isolating Switch, Per Switch,

250 | E-34-07 | South E-34A A 1 |Under 200 amps >600 VOLTS Disconnect, I-T-E, 60 A Files, By Door 3
Disconnects or Isolating Switch, Per Switch,

251 | E-34-08 | South E-34A A 1 |Under 200 amps >600 VOLTS Disconnect, Square D, 30 A Roof Hatch
Disconnects or Isolating Switch, Per Switch,

252 |E-34A-01| South E-34A A 1 |Under 200 amps >600 VOLTS Line DIsconnect, 13,200 Volt Main Feed 1088-1990
Disconnects or Isolating Switch, Per Switch,

253 |E-34A-02( South E-34A A 1 |Under 200 amps >600 VOLTS Line DIsconnect, 13,200 Volt Main Feed 1088-1990
Disconnects or Isolating Switch, Per Switch,

254 |E-34A-03| South E-34A A 1 |Under 200 amps >600 VOLTS #*Switchgear Disconnect, GE, 400 A*+* Switchgear Room
Disconnects or Isolating Switch, Per Switch, ~Switchgear Disconnect, GE, 200 A, (MGM Trans),

255 |E-34A-04| South E-34A A 1 [Under 200 amps >600 VOLTS Fused*** Switchgear Room
Disconnects or Isolating Switch, Per Switch,

256 |E-34A-05| South E-34A A 1 |Under 200 amps >600 VOLTS **Switchgear Disconnect, Siemens, 500 A** Switchgear Room
Disconnects or Isolating Switch, Per Switch,

257 |E-34A-06| South E-34A A 1 |Under 200 amps >600 VOLTS **Switchgear Tie-breaker* Switchgear Room
Disconnects or Isolating Switch, Per Switch,

258 |E-34A-07| South E-34A A 1 |Under 200 amps >600 VOLTS Disconnect, Square D, 225 A Exam
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Disconnects or Isolating Switch, Per Switch,
259 |E-34A-08( South E-34A 1 |Under 200 amps >600 VOLTS Disconnect, Square D, 225 A Exam
Disconnects or Isolating Switch, Per Switch,
260 |E-34A-09| South E-34A A 1 |Under 200 amps >600 VOLTS Disconnect, GE (Breaker), 225 A Exam
Disconnects or Isolating Switch, Per Switch,
261 |E-34A-10| South E-34A A 1 |Under 200 amps >600 VOLTS Disconnect, GE (Breaker), 225 A Exam
Disconnects or Isolating Switch, Per Switch,
262 |E-34A-11| South E-34A A 1 |Under 200 amps >600 VOLTS Disconnect, I-T-E, 200 A, Fused Machine Room
Disconnects or Isolating Switch, Per Switch,
263 |E-34A-12| South E-34A A 1 |Under 200 amps >600 VOLTS Disconnect, Cutler Hammer, 200 A Mail Sorter
Disconnects or Isolating Switch, Per Switch,
264 |E-34A-13| South E-34A A 1 |Under 200 amps >600 VOLTS Disconnect, Siemens, 400 A Files, Rear Closet
E-40, E42,
E-42A, E-
42B,E- | A, SA, Emergency Generator; Electric, Gasoline, o
265 | E-40-01 | South 42C Q, M, W| 1 |Natural Gas Generator, Onan, 30 amp, 120/208 V, 3 PH Main Feed Rm 1988-1990
E-40, E42,
E-42A, E-
42B,E- | A, SA, Emergency Generator; Electric, Gasoline, o
266 | E-40-01 | East 42C Q, M, W| 1 |Natural Gas Generator, Gas Switchgear Rm 1991
267 | E-43-01 | South E-43 Q 1 |Lead Acid Battery (per cell) Lead Acid Battery Main Feed Rm
Power Distribution Unit - United Power - Model
268 | E-58-01 | South E-58 SA 1 |Power Distribution Unit #CDMA4F2150426 Underreporter
269 | E-58-01 | East E-58 SA 1 |Power Distribution Unit Power Distribution Unit - United Power Door 06
Power Distribution Unit - United Power - Model
270 | E-58-02 | South E-58 SA 1 |Power Distribution Unit #CDMA4F2150426 Underreporter
271 | E-58-03 | South E-58 SA 1 |Power Distribution Unit Power Distribution Unit - Lebert - Model #PPA100C Laser Rm
272 | E-58-04 | South E-58 SA 1 |Power Distribution Unit Power Distribution Unit - Lebert - Model #PPA075C Laser Rm
273 | E-58-06 | South E-58 SA 1 |Power Distribution Unit Power Distribution Unit - Lebert - Model #PPA075C Laser Rm
F-02, F-
274 | F-02-01 | South |02A, F-02B|W, Q, A| 1 |Dry Pipe, Deluge and Preaction Valves Dry-Pipe, Deluge/Preaction Valve Sprinkler Rm 1969
F-02, F-
275 | F-02-02 | South |02A, F-02B|W, Q, A| 1 |Dry Pipe, Deluge and Preaction Valves Dry-Pipe, Deluge/Preaction Valve Sprinkler Rm 1969
F-02, F-
276 | F-02-03 | South |02A, F-02B|W, Q, A| 1 |Dry Pipe, Deluge and Preaction Valves Dry-Pipe, Deluge/Preaction Valve Sprinkler Rm 1969
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F-02, F-
277 | F-02-04 | South |02A, F-02B|W, Q, A| 1 |Dry Pipe, Deluge and Preaction Valves Dry-Pipe, Deluge/Preaction Valve Sprinkler Rm 1969
F-04, F- Fire Control Valves (4 in. or over) for Interiof
278 | F-04-01 | South |04A, F-04B| M, Q, A | 1 |Water Distribution Systems Fire Control Valve >= 8" Sprinkler Rm 1969
F-04, F- Fire Control Valves (4 in. or over) for Interiof
279 | F-04-02 | South |04A, F-04B| M, Q, A | 1 |Water Distribution Systems Fire Control Valve >= 8 " Sprinkler Rm 1969
F-04, F- Fire Control Valves (4 in. or over) for Interiof
280 | F-04-03 | South |04A, F-04B| M, Q, A | 1 |Water Distribution Systems Fire Control Valve >= 8 " Sprinkler Rm 1969
F-04, F- Fire Control Valves (4 in. or over) for Interiof
281 | F-04-04 | South |04A, F-04B| M, Q, A | 1 |Water Distribution Systems Fire Control Valve >= 8 " Sprinkler Rm 1969
F-04, F- Fire Control Valves (4 in. or over) for Interiof
282 | F-04-05 | South |04A, F-04B| M, Q, A | 1 |Water Distribution Systems Fire Control Valve >= 4" Sprinkler Rm
F-04, F- Fire Control Valves (4 in. or over) for Interiof
283 | F-04-06 | South |04A, F-04B| M, Q, A| 1 |Water Distribution Systems Fire Control Valve >= 4" Sprinkler Rm
F-09, F- Fire Department Hose Connections
284 | F-09-01 | South 09A M, 5Y 1 |(Standpipe Outlets) Fire Hose Connection Outside DayCare 1969
Fire Doors, Stairwells and Exitways,
285 | F-11-01 | South F-11 Q 1 |Swinging Fire Doors, Exits and Stairways, 1 each DayCare Center
Fire Doors, Stairwells and Exitways,
286 | F-11-02 | South F-11 Q 2 |Swinging Fire Doors, Exits and Stairways, 2 each Door 04
Fire Doors, Stairwells and Exitways,
287 | F-11-03 | South F-11 Q 1 |Swinging Fire Doors, Exits and Stairways, 1 each Door 09
Fire Doors, Stairwells and _Exitways,
288 | F-11-04 | South F-11 Q 2 |Swinging Fire Doors, Exits and Stairways, 2 each Door 10
Fire Doors, Stairwells and Exitways,
289 | F-11-05 | South F-11 Q 2 |Swinging Fire Doors, Exits and Stairways, 2 each Door 11
Fire Doors, Stairwells and _Exitways,
200 | F-11-06 | South F-11 Q 1 |Swinging Fire Doors, Exits and Stairways, 1 each Exam
Fire Doors, Stairwells and _Exitways,
201 | F-11-07 | South F-11 Q 5 |Swinging Fire Doors, Exits and Stairways, 5 each Files, Lower Level
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Fire Doors, Stairwells and Exitway’s,
292 | F-11-08 | South F-11 Q 2 |Swinging Fire Doors, Exits and Stairways, 2 each Files, Upper Level
Fire Doors, Stairwells and Exitways,
203 | F-11-09 | South F-11 Q 6 |Swinging Fire Doors, Exits and Stairways, 6 each Machine Room
Fire Doors, Stairwells and Exitways,
294 | F-11-10 | South F-11 Q 1 |Swinging Fire Doors, Exits and Stairways, Rom 1025
Fire Doors, Stairwells and _Exitways,
205 | F-11-11 | South F-11 Q 4 |Swinging Fire Doors, Exits and Stairways, 4 each Rom 1028
Fire Doors, Stairwells and Exitways,
206 | F-11-12 | South F-11 Q 1 |Swinging Fire Doors, Exits and Stairways, 1 each Room 1011
Fire Doors, Stairwells and Exitways,
297 | F-11-13 | South F-11 Q 10 |Swinging Fire Doors, Exits and Stairways, 10 each Room 1018
Fire Doors, Stairwells and _Exitways,
208 | F-11-14 | South F-11 Q 4 |Swinging Fire Doors, Exits and Stairways, 4 each Room 1027
Fire Doors, Stairwells and Exitways,
299 | F-11-15 | South F-11 Q 1 |Swinging Fire Doors, Exits and Stairways, 1 each Room 1037
Fire Doors, Stairwells and Exitways,
300 | F-11-16 | South F-11 Q 2 |Swinging Fire Doors, Exits and Stairways, 2 each Room 1040
Fire Doors, Stairwells and Exitways,
301 | F-11-17 | South F-11 Q 2 |Swinging Fire Doors, Exits and Stairways, 2 each Room 1042
Fire Doors, Stairwells and _Exitways,
302 | F-11-18 | South F-11 Q 4 |Swinging Fire Doors, Exits and Stairways, 4 each Room 1043
Fire Doors, Stairwells and Exitways,
303 | F-11-19 | South F-11 Q 3 |Swinging Fire Doors, Exits and Stairways, 3 each Room 1044
Fire Doors, Stairwells and Exitways,
304 | F-11-20 | South F-11 Q 3 |Swinging Fire Doors, Exits and Stairways, 3 each Room 1045
Fire Doors, Stairwells and Exitways,
305 | F-11-21 | South F-11 Q 2 |Swinging Fire Doors, Exits and Stairways, 2 each Room 1046
Fire Doors, Stairwells and _Exitways,
306 | F-11-22 | South F-11 Q 1 |Swinging Fire Doors, Exits and Stairways, 1 each Room 2006
307 | F-14-01 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling Laser Print Rm 1088-1990
308 | F-14-02 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling Laser Print Rm 1088-1990
309 | F-14-03 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling Laser Print Rm 1088-1990
310 | F-14-04 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling Laser Print Rm 1088-1990
311 | F-14-05 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling Laser Print Rm 1088-1990
312 | F-14-06 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling Laser Print Rm 1988-1990
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313 | F-14-07 | South F-14 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling Laser Print Rm 1088-1990
314 | F-14-08 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling Laser Print Rm 1088-1990
315 | F-14-09 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling Laser Print Rm 1088-1990
316 | F-14-10 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling Laser Print Rm 1088-1990
317 | F-14-11 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling Laser Print Rm 1088-1990
318 | F-14-12 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling Laser Print Rm 1088-1990
319 | F-14-13 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm, Under Floor Laser Print Rm 1088-1990
320 | F-14-14 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm, Under Floor Laser Print Rm 1088-1990
321 | F-14-15 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm, Under Floor Laser Print Rm 1088-1990
322 | F-14-16 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm, Under Floor Laser Print Rm 1088-1990
323 | F-14-17 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm, Under Floor Laser Print Rm 1088-1990
324 | F-14-18 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm, Under Floor Laser Print Rm 1088-1990
325 | F-14-19 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm, Under Floor Laser Print Rm 1088-1990
326 | F-14-20 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm, Under Floor Laser Print Rm 1088-1990
327 | F-14-21 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm, Under Floor Laser Print Rm 1088-1990
328 | F-14-22 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm, Under Floor Laser Print Rm 1088-1990
329 | F-14-23 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm, Under Floor Laser Print Rm 1088-1990
330 | F-14-24 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm, Under Floor Laser Print Rm 1088-1990
331 | F-14-25 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling DayCare 1088-1990
332 | F-14-26 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling DayCare 1088-1990
333 | F-14-27 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling DayCare 1988-1990
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334 | F-14-28 | South F-14 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling DayCare 1088-1990
335 | F-14-29 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling DayCare 1088-1990
336 | F-14-30 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling DayCare 1088-1990
337 | F-14-31 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling DayCare 1088-1990
338 | F-14-32 | South F-14 A 1 |Automatic Fire Detection, Smoke Detectors Auto Fire Detect or Alarm Ceiling DayCare 1088-1990
Fire Alarm Control Panel and Remote

339 | F-15-01 | South F-15 A 1 |Annunciators Fire Alarm System, Napco Magnum Fire Alert Door 03 1988-1990
Fire Alarm Control Panel and Remote

340 | F-15-02 | South F-15 A 1 |Annunciators Fire Alarm System, National Guardian Sprinkler Rm 1988-1990
Fire Alarm Control Panel and Remote

341 | F-15-03 | South F-15 A 1 |Annunciators Fire Alarm System, Edward Fire Alarm Box Laser Print Rm 1988-1990
Manual Fire Alarm Stations - Coded and

342 | F-17-01 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Recruitment 1988-1990
Manual Fire Alarm Stations - Coded and

343 | F-17-01 | East F-17 A 1 |Uncoded Fire Alarm Box Manual Lobby
Manual Fire Alarm Stations - Coded and

344 | F-17-02 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Cafeteria 1988-1990
Manual Fire Alarm Stations - Coded and Outside Telephone Room

345 | F-17-02 | East F-17 A 1 |Uncoded Fire Alarm Box Manual 02
Manual Fire Alarm Stations - Coded and

346 | F-17-03 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Cafeteria 1988-1990
Manual Fire Alarm Stations - Coded and

347 | F-17-03 | East F-17 A 1 |Uncoded Fire Alarm Box Manual Door 03
Manual Fire Alarm Stations - Coded and

348 | F-17-04 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Back Stairs 1988-1990
Manual Fire Alarm Stations - Coded and

349 | F-17-04 | East F-17 A 1 |Uncoded Fire Alarm Box Manual Door 04
Manual Fire Alarm Stations - Coded and

350 | F-17-05 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Personnel 1988-1990
Manual Fire Alarm Stations - Coded and

351 | F-17-05 | East F-17 A 1 |Uncoded Fire Alarm Box Manual Cafeteria
Manual Fire Alarm Stations - Coded and

352 | F-17-06 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Lobby 1088-1990
Manual Fire Alarm Stations - Coded and

353 | F-17-06 | East F-17 A 1 |Uncoded Fire Alarm Box Manual Door 06
Manual Fire Alarm Stations - Coded and

354 | F-17-07 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Exam 1988-1990
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Manual Fire Alarm Stations - Coded and

355 | F-17-07 | East F-17 1 |Uncoded Fire Alarm Box Manual Truck Well
Manual Fire Alarm Stations - Coded and

356 | F-17-08 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Exam 1988-1990
Manual Fire Alarm Stations - Coded and

357 | F-17-09 | South F-17 A 1 |Uncoded Fire Alarm Box Manual DayCare 1988-1990
Manual Fire Alarm Stations - Coded and

358 | F-17-10 | South F-17 A 1 |Uncoded Fire Alarm Box Manual DayCare 1988-1990
Manual Fire Alarm Stations - Coded and

359 | F-17-11 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Boiler Hallway 1988-1990
Manual Fire Alarm Stations - Coded and

360 | F-17-12 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Boiler Hallway 1988-1990
Manual Fire Alarm Stations - Coded and

361 | F-17-13 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Area 16 1088-1990
Manual Fire Alarm Stations - Coded and

362 | F-17-14 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Files 1088-1990
Manual Fire Alarm Stations - Coded and

363 | F-17-15 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Files 1088-1990
Manual Fire Alarm Stations - Coded and

364 | F-17-16 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Files 1088-1990
Manual Fire Alarm Stations - Coded and

365 | F-17-17 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Machine Rm 1988-1990
Manual Fire Alarm Stations - Coded and

366 | F-17-18 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Machine Rm 1988-1990
Manual Fire Alarm Stations - Coded and

367 | F-17-19 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Machine Rm 1988-1990
Manual Fire Alarm Stations - Coded and

368 | F-17-20 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Machine Rm 1988-1990
Manual Fire Alarm Stations - Coded and

369 | F-17-21 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Laser Print Rm 1988-1990
Manual Fire Alarm Stations - Coded and

370 | F-17-22 | South F-17 A 1 |Uncoded Fire Alarm Box Manual Laser Print Rm 1988-1990

F-19, F-

371 | F-19-01 | South 19A SA,5Y | 1 |Fire Hydrant - Dry Barrel and Wet Barrel Fire Hydrant Lawn 1988-1990
Sprinkler Head, Sprinklered Areas (per

372 | F-20-01 | South F-20 231 (1,000 sq. ft.) Sprinkler Heads UnderReporter 1988-1990
Sprinkler Head, Sprinklered Areas (per

373 | F-20-02 | East F-20 A 47 11,000 sq. ft.) Sprinkler Heads ACS 1988-1990
Fire Extinguisher, Stored Pressure with

374 | F-22-01 | South F-22 A 1 |[Gauge Fire Extinguisher, Dry Chemical Recruitment Section | 1988-1990
Fire Extinguisher, Stored Pressure with

375 | F-22-01 | East F-22 A 22 |Gauge Fire Extinguisher, Dry Chemical Thru-out 1991
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Fire Extinguisher, Stored Pressure with

376 | F-22-02 | South F-22 1 |Gauge Fire Extinguisher, Dry Chemical Reception Area 1988-1990
Fire Extinguisher, Stored Pressure with

377 | F-22-03 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Testing Rm 1988-1990
Fire Extinguisher, Stored Pressure with

378 | F-22-04 | South F-22 A 1 |[Gauge Fire Extinguisher, Dry Chemical Testing & Processing  |1988-1990
Fire Extinguisher, Stored Pressure with

379 | F-22-05 | South F-22 A 1 |[Gauge Fire Extinguisher, Dry Chemical Personnel Corridor 1988-1990
Fire Extinguisher, Stored Pressure with

380 | F-22-06 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Reception Area 1988-1990
Fire Extinguisher, Stored Pressure with

381 | F-22-07 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Personnel 1988-1990
Fire Extinguisher, Stored Pressure with

382 | F-22-08 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Personnel 1988-1990
Fire Extinguisher, Stored Pressure with

383 | F-22-09 | South F-22 A 1 |[Gauge Fire Extinguisher, Dry Chemical Personnel Corridor 1988-1990
Fire Extinguisher, Stored Pressure with

384 | F-22-10 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Koday Copy Rm 1988-1990
Fire Extinguisher, Stored Pressure with

385 | F-22-100| South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Aperature Rm 1988-1990
Fire Extinguisher, Stored Pressure with

386 | F-22-101| South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Files, Platform 1988-1990
Fire Extinguisher, Stored Pressure with

387 | F-22-102| South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Files, Platform 1988-1990
Fire Extinguisher, Stored Pressure with

388 | F-22-103| South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Corridor, LL 1988-1990
Fire Extinguisher, Stored Pressure with

389 | F-22-104| South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Vestibule Corridor 1988-1990
Fire Extinguisher, Stored Pressure with

390 | F-22-105| South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Taxpayer Asst. Office | 1988-1990
Fire Extinguisher, Stored Pressure with

3091 | F-22-106| South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Taxpayer Asst. Office | 1988-1990
Fire Extinguisher, Stored Pressure with

392 | F-22-107| South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Aperature Rm 1988-1990
Fire Extinguisher, Stored Pressure with

303 | F-22-108| South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Smoking Area 1988-1990
Fire Extinguisher, Stored Pressure with

394 | F-22-109( South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Smoking Area 1988-1990
Fire Extinguisher, Stored Pressure with

395 | F-22-11 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Personnel 1988-1990
Fire Extinguisher, Stored Pressure with

396 | F-22-110| South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Files, Door 03 1988-1990
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Fire Extnguisher, Stored Pressure with

397 | F-22-111| South F-22 1 |Gauge Fire Extinguisher, Dry Chemical Files, Door 04 1988-1990
Fire Extinguisher, Stored Pressure with

398 | F-22-112| South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Training Supply Rm | 1988-1990
Fire Extinguisher, Stored Pressure with

399 | F-22-113| South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Bolier Rm 1988-1990
Fire Extinguisher, Stored Pressure with

400 | F-22-13 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical DPT Rm 1988-1990
Fire Extinguisher, Stored Pressure with

401 | F-22-14 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical DPT Rm 1988-1990
Fire Extinguisher, Stored Pressure with

402 | F-22-15 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Cafeteria 1988-1990
Fire Extinguisher, Stored Pressure with

403 | F-22-16 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Cafeteria - Storage | 1988-1990
Fire Extinguisher, Stored Pressure with

404 | F-22-17 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Cafeteria 1988-1990
Fire Extinguisher, Stored Pressure with

405 | F-22-18 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Vestibule Area 1988-1990
Fire Extinguisher, Stored Pressure with

406 | F-22-19 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Customer Service 1988-1990
Fire Extinguisher, Stored Pressure with

407 | F-22-20 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Audit Support 1988-1990
Fire Extinguisher, Stored Pressure with

408 | F-22-21 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Files 1988-1990
Fire Extinguisher, Stored Pressure with

409 | F-22-22 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Sort & Sequence 1988-1990
Fire Extinguisher, Stored Pressure with

410 | F-22-23 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical DP529 Office 1988-1990
Fire Extinguisher, Stored Pressure with

411 | F-22-24 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Files 1988-1990
Fire Extinguisher, Stored Pressure with

412 | F-22-25 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Files 1988-1990
Fire Extinguisher, Stored Pressure with

413 | F-22-26 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Files 1988-1990
Fire Extinguisher, Stored Pressure with

a14 | F-22-27 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Files, Security Desk | 1988-1990
Fire Extinguisher, Stored Pressure with

415 | F-22-28 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Files 1988-1990
Fire Extinguisher, Stored Pressure with

416 | F-22-29 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Files 1988-1990
Fire Extinguisher, Stored Pressure with

417 | F-22-30 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Vestibule/Corridor 1988-1990
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Fire Extnguisher, Stored Pressure with

a18 | F-22-31 | South F-22 1 |Gauge Fire Extinguisher, Dry Chemical Corridor - LL 1988-1990
Fire Extinguisher, Stored Pressure with

419 | F-22-32 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Corridor - LL 1988-1990
Fire Extinguisher, Stored Pressure with

420 | F-22-33 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Telephone Rm 1988-1990
Fire Extinguisher, Stored Pressure with

421 | F-22-34 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Corridor - LL 1988-1990
Fire Extinguisher, Stored Pressure with

422 | F-22-35 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical DayCare 1988-1990
Fire Extinguisher, Stored Pressure with

423 | F-22-36 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical DayCare 1988-1990
Fire Extinguisher, Stored Pressure with

424 | F-22-37 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical DayCare - Kitchen | 1988-1990
Fire Extinguisher, Stored Pressure with

425 | F-22-38 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Automated Underwriter |1988-1990
Fire Extinguisher, Stored Pressure with

426 | F-22-39 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Automated Underwriter |1988-1990
Fire Extinguisher, Stored Pressure with

427 | F-22-40 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Automated Underwriter |1988-1990
Fire Extinguisher, Stored Pressure with

428 | F-22-41 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Automated Underwriter |1988-1990
Fire Extinguisher, Stored Pressure with

429 | F-22-42 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Automated Underwriter |1988-1990
Fire Extinguisher, Stored Pressure with

430 | F-22-43 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Notice Review 1988-1990
Fire Extinguisher, Stored Pressure with

431 | F-22-44 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Notice Review 1988-1990
Fire Extinguisher, Stored Pressure with

432 | F-22-45 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Notice Review 1988-1990
Fire Extinguisher, Stored Pressure with

433 | F-22-46 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical AUR Staging 1988-1990
Fire Extinguisher, Stored Pressure with

434 | F-22-48 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Examinations 1988-1990
Fire Extinguisher, Stored Pressure with

435 | F-22-49 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Examinations 1988-1990
Fire Extinguisher, Stored Pressure with

436 | F-22-50 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical CIB Branch 1988-1990
Fire Extinguisher, Stored Pressure with

437 | F-22-51 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical CIB Branch 1988-1990
Fire Extinguisher, Stored Pressure with

438 | F-22-52 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Examinations 1988-1990
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Fire Extinguisher, Stored Pressure with

439 | F-22-53 | South F-22 1 |Gauge Fire Extinguisher, Dry Chemical Hand Stuffing 1988-1990
Fire Extinguisher, Stored Pressure with

440 | F-22-54 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Examinations 1988-1990
Fire Extinguisher, Stored Pressure with

441 | F-22-55 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical ESU Clerical 1988-1990
Fire Extinguisher, Stored Pressure with

442 | F-22-56 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Examinations 1988-1990
Fire Extinguisher, Stored Pressure with

443 | F-22-57 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Appeals 1988-1990
Fire Extinguisher, Stored Pressure with

a44 | F-22-58 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Internal Security Office | 1988-1990
Fire Extinguisher, Stored Pressure with

445 | F-22-59 | South F-22 A 1 |[Gauge Fire Extinguisher, Dry Chemical IMS Conference Area |1988-1990
Fire Extinguisher, Stored Pressure with

446 | F-22-60 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical IMS 1988-1990
Fire Extinguisher, Stored Pressure with

a47 | F-22-61 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Laser Computer Rm | 1988-1990
Fire Extinguisher, Stored Pressure with

448 | F-22-62 | South F-22 A 1 |[Gauge Fire Extinguisher, All Purpose, Halon Laser Computer Rm | 1988-1990
Fire Extinguisher, Stored Pressure with

449 | F-22-63 | South F-22 A 1 |[Gauge Fire Extinguisher, All Purpose, Water Laser Computer Rm | 1988-1990
Fire Extinguisher, Stored Pressure with

450 | F-22-64 | South F-22 A 1 |[Gauge Fire Extinguisher, All Purpose, Halon Laser Computer Rm | 1988-1990
Fire Extinguisher, Stored Pressure with

451 | F-22-65 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Laser Computer Rm | 1988-1990
Fire Extinguisher, Stored Pressure with

452 | F-22-66 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Machine Services 1988-1990
Fire Extinguisher, Stored Pressure with

453 | F-22-67 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Machine Services 1988-1990
Fire Extinguisher, Stored Pressure with

454 | F-22-68 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Machine Services 1988-1990
Fire Extinguisher, Stored Pressure with

455 | F-22-69 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Machine Services 1988-1990
Fire Extinguisher, Stored Pressure with

456 | F-22-70 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Machine Services 1988-1990
Fire Extinguisher, Stored Pressure with

457 | F-22-71 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Pre-Fab Bldg. 1988-1990
Fire Extinguisher, Stored Pressure with

458 | F-22-72 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Pre-Fab Bldg. 1988-1990
Fire Extinguisher, Stored Pressure with

459 | F-22-73 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Pre-Fab Bldg. 1988-1990
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Fire Extinguisher, Stored Pressure with

460 | F-22-74 | South F-22 1 |Gauge Fire Extinguisher, Dry Chemical Pre-Fab Bldg. 1988-1990
Fire Extinguisher, Stored Pressure with

461 | F-22-75 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Pre-Fab Bldg. 1988-1990
Fire Extinguisher, Stored Pressure with

462 | F-22-76 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Pre-Fab Bldg. 1988-1990
Fire Extinguisher, Stored Pressure with

463 | F-22-77 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Janitorial Area 1988-1990
Fire Extinguisher, Stored Pressure with

464 | F-22-78 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Storage Area 1988-1990
Fire Extinguisher, Stored Pressure with

465 | F-22-79 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Files 1988-1990
Fire Extinguisher, Stored Pressure with

466 | F-22-80 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Files 1988-1990
Fire Extinguisher, Stored Pressure with

467 | F-22-81 | South F-22 A 1 |[Gauge Fire Extinguisher, Dry Chemical Training Ctr, Reception |1988-1990
Fire Extinguisher, Stored Pressure with

468 | F-22-82 | South F-22 A 1 |[Gauge Fire Extinguisher, Dry Chemical Training Ctr. Corridor | 1988-1990
Fire Extinguisher, Stored Pressure with

469 | F-22-83 | South F-22 A 1 |[Gauge Fire Extinguisher, Dry Chemical Training Ctr. Corridor | 1988-1990
Fire Extinguisher, Stored Pressure with

470 | F-22-84 | South F-22 A 1 |[Gauge Fire Extinguisher, Dry Chemical Training Ctr. Corridor | 1988-1990
Fire Extinguisher, Stored Pressure with

471 | F-22-85 | South F-22 A 1 |[Gauge Fire Extinguisher, Dry Chemical Personnel Typing Area |1988-1990
Fire Extinguisher, Stored Pressure with

472 | F-22-86 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Electrical Rm 1988-1990
Fire Extinguisher, Stored Pressure with

473 | F-22-87 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Personnel Area 1988-1990
Fire Extinguisher, Stored Pressure with

474 | F-22-88 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Graphics Dept. 1988-1990
Fire Extinguisher, Stored Pressure with

475 | F-22-89 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Audio Rm 1988-1990
Fire Extinguisher, Stored Pressure with

476 | F-22-90 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Employee Relations | 1988-1990
Fire Extinguisher, Stored Pressure with

477 | F-22-91 | South F-22 A 1 |[Gauge Fire Extinguisher, Dry Chemical Training Ctr. Corridor | 1988-1990
Fire Extinguisher, Stored Pressure with

478 | F-22-92 | South F-22 A 1 |[Gauge Fire Extinguisher, Dry Chemical Training Ctr. Corridor | 1988-1990
Fire Extinguisher, Stored Pressure with

479 | F-22-93 | South F-22 A 1 |[Gauge Fire Extinguisher, Dry Chemical Training Ctr. Corridor | 1988-1990
Fire Extinguisher, Stored Pressure with

480 | F-22-94 | South F-22 A 1 |[Gauge Fire Extinguisher, Dry Chemical Training Ctr. Corridor | 1988-1990
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Fire Extinguisher, Stored Pressure with
481 | F-22-95 | South F-22 1 |Gauge Fire Extinguisher, Dry Chemical Training Ctr., Rm 18 | 1988-1990
Fire Extinguisher, Stored Pressure with
482 | F-22-96 | South F-22 A 1 |[Gauge Fire Extinguisher, Dry Chemical Training Ctr., Rm 14 | 1988-1990
Fire Extinguisher, Stored Pressure with
483 | F-22-97 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Switchgear Rm 1988-1990
Fire Extinguisher, Stored Pressure with
484 | F-22-98 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Switchgear Rm 1988-1990
Fire Extinguisher, Stored Pressure with
485 | F-22-99 | South F-22 A 1 |Gauge Fire Extinguisher, Dry Chemical Switchgear Rm 1988-1990
Fire Extinguisher, Stored Pressure with Fire Extinguisher, stored pressure with Gauge, Dry
486 South F-22 A 14 |Gauge Chemical ROOM 1040
Fire Extinguisher, Stored Pressure with
487 South F-22 A 1 |[Gauge Fire Extinguisher, stored pressure with Gauge, H20 ROOM 1040
Fire Extinguisher, Stored Pressure with
488 South F-22 A 1 |[Gauge Fire Extinguisher, stored pressure with Gauge, H20 LASER ROOM
Fire Extinguisher, Gas Cartridge or Cylinder Fire Extinguisher, Gas Cartridge or Cyclinder "Fire
489 South F-23 A 5 |(No Gauge) Extinguisher, CO2" ROOM 1040
Fire Extinguisher, Gas Cartridge or Cylinder Fire Extinguisher, Gas Cartridge or Cyclinder "Fire
490 South F-23 A 1 |(No Gauge) Extinguisher, CO2" DOOR 2
Fire Extinguisher, Gas Cartridge or Cylinder Fire Extinguisher, Gas Cartridge or Cyclinder "Fire
491 South F-23 A 1 |(No Gauge) Extinguisher, CO2" JETSTAR
Fire Extinguisher, Gas Cartridge or Cylinder Fire Extinguisher, Gas Cartridge or Cyclinder "Fire
492 South F-23 A 1 |(No Gauge) Extinguisher, CO2" TRAINING
493 | F-24-01 | South | F-24, F-25| M, 5Y | 111 |Fire Extinguisher, Inspection YES |Fire Extinguishers, Monthly, 111 each Thru-Out 1988-1990
494 | F-24-01 | East | F-24, F-25| M, 5Y | 22 |Fire Extinguisher, Inspection YES  |Fire Extinguishers, Monthly Thru-Out 1991
Fire EXtinguisher System, Carbon Dioxide
F-26, F- (High Pressure), Halon, Dry Chemical -
495 | F-26-01 | South 26A M, SA 1 |Inspection Fire Extingisher System, Anusl DayCare Center
Fire EXtinguisher System, Carbon DioxXide
F-26, F- (High Pressure), Halon, Dry Chemical -
496 | F-26-02 | South 26A M, SA 1 |Inspection Fire Extingisher System, Anusl Cafeteria
497 | F-27-01 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Penn Ventilator, Exh Fan, 1/4 hp, 2760 cfm Roof 1988-1990
498 | F-27-02 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Penn Ventilator, Exh Fan, 1/6 hp, 680 cfm Roof 1088-1990
499 | F-27-03 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Penn Ventilator, Exh Fan, 1/6 hp, 680 dfm Roof 1988-1990
500 | F-27-04 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Penn Ventilator, Exh Fan, 1/6 hp, 680 dfm Roof 1088-1990
501 | F-27-05 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Penn Ventilator, Exh Fan, 1/6 hp, 918 cfm Roof 1088-1990
502 | F-27-06 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Penn Ventilator, Exh Fan, 1/6 hp, 918 cfm Roof 1988-1990
503 | F-27-11 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Penn Ventilator, Exh Fan, 1/10 hp, 400 cfm Roof 1088-1990
504 | F-27-12 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Penn Ventilator, Exh Fan, 1/10 hp, 400 cfm Roof 1988-1990
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505 | F-27-13 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Penn Ventilator, Exh Fan, 1/25 hp, 215 cfm Roof 1088-1990
506 | F-27-14 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Penn Ventilator, Exh Fan, 1/25 hp, 215 cfm Roof 1088-1990
507 | F-27-15 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Penn Ventilator, Exh Fan, 1/25 hp, 215 cfm Roof 1088-1990
508 | F-27-16 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Penn Ventilator, Exh Fan, 1/25 hp, 100 cfm Roof 1088-1990
509 | F-27-17 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Exhaust Fan Switchgear Rm 1988-1990
510 | F-27-18 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Exhaust Fan Switchgear Rm 1988-1990
511 | F-27-19 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Exhaust Fan Switchgear Rm 1988-1990
512 | F-27-20 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Exhaust Fan Switchgear Rm 1988-1990
513 | F-27-21 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Exhaust Fan Switchgear Rm 1988-1990
514 | F-27-22 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Exhaust Fan Switchgear Rm 1988-1990
515 | F-27-23 | South F-27 A 1 |Fan, Centrifugal Up to 5,000 CFM Exhaust Fan Switchgear Rm 1988-1990
516 | F-27-07 | South F-27B A 1 |Fan, Centrifugal 10,000 TO 15,000 CFM Penn Ventilator, Exh Fan, 11/2 hp, 10600 dfm Roof 1088-1990
517 | F-27-08 | South F-27B A 1 |Fan, Centrifugal 10,000 TO 15,000 CFM Penn Ventilator, Exh Fan, 11/2 hp, 10600 dfm Roof 1088-1990
518 | F-27-09 | South F-27B A 1 |Fan, Centrifugal 10,000 TO 15,000 CFM Penn Ventilator, Exh Fan, 11/2 hp, 10600 dfm Roof 1088-1990
519 | F-27-10 | South F-27B A 1 |Fan, Centrifugal 10,000 TO 15,000 CFM Penn Ventilator, Exh Fan, 11/2 hp, 10600 dfm Roof 1088-1990
520 | F-32-01 | South F-32 Q 4 |Filter, Throw Away Filters Throwaway, A/C Wortthington, (4) (16x25x1) Roof
521 | F-32-02 | South F-32 Q 4 |Filter, Throw Away Filters Throwaway, A/C Wortthington, (4) (16x25x1) Roof
522 | F-32-03 | South F-32 Q 4 |Filter, Throw Away Filters Throwaway, A/C Wortthington, (4) (20x25x1) Roof
523 | F-32-04 | South F-32 Q 4 |Filter, Throw Away Filters Throwaway, A/C Wortthington, (4) (20x25x1) Roof
524 | F-32-05 | South F-32 Q 4 |Filter, Throw Away Filters Throwaway, A/C Wortthington, (4) (16x25x1) Roof
525 | F-32-06 | South F-32 Q 18 |Filter, Throw Away Filters Throwaway, A/C Carrier Roof
526 | F-32-07 | South F-32 Q 21 |Filter, Throw Away Filters Throwaway, A/C Carrier Roof
527 | F-32-08 | South F-32 Q 7 |Filter, Throw Away Filters Throwaway, A/C Carrier Roof
528 | F-32-09 | South F-32 Q 6 |Filter, Throw Away Filters Throwaway, A/C Carrier Roof
529 | F-32-10 | South F-32 Q 27 |Filter, Throw Away Filters Throwaway, A/C Carrier Roof
530 | F-32-11 | South F-32 Q 12 |Filter, Throw Away Filters Throwaway, A/C Carrier Roof
531 | F-32-12 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
532 | F-32-13 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
533 | F-32-14 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
534 | F-32-15 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
535 | F-32-16 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
536 | F-32-17 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
537 | F-32-18 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
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538 | F-32-19 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
539 | F-32-20 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
540 | F-32-21 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
541 | F-32-22 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
542 | F-32-23 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
543 | F-32-24 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
544 | F-32-25 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
545 | F-32-26 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
546 | F-32-27 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
547 | F-32-28 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
548 | F-32-29 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
549 | F-32-30 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
550 | F-32-31 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Lennox Roof Modular
551 | F-32-32 | South F-32 Q 8 |Filter, Throw Away Filters Throwaway, A/C Leibert Outside Door 06
552 | F-32-33 | South F-32 Q 8 |Filter, Throw Away Filters Throwaway, A/C Leibert Outside Door 06
553 | F-32-34 | South F-32 Q 8 |Filter, Throw Away Filters Throwaway, A/C Leibert Outside Door 06
554 | F-32-35 | South F-32 Q 8 |Filter, Throw Away Filters Throwaway, A/C Leibert Outside Door 06
555 | F-32-36 | South F-32 Q 8 |Filter, Throw Away Filters Throwaway, A/C Leibert Outside Door 06
556 | F-32-37 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Space Cooler, Ceiling Telephone Rm
557 | F-32-38 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Space Cooler, Ceiling ATS Rm
558 | F-32-39 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Space Cooler, Ceiling Training, M-9
559 | F-32-40 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Space Cooler, Ceiling Training, M-10
560 | F-32-41 | South F-32 Q 12 |Filter, Throw Away Filters Throwaway, Carrier 14 Ton Cafeteria, Ceiling
561 | F-32-42 | South F-32 Q 12 |Filter, Throw Away Filters Throwaway, A/C Carrier Roof
562 | F-32-43 | South F-32 Q 5 |Filter, Throw Away Filters Throwaway, A/C Carrier Roof
563 | F-32-44 | South F-32 Q 12 |Filter, Throw Away Filters Throwaway, A/C Carrier Roof
564 | F-32-45 | South F-32 Q 6 |Filter, Throw Away Filters Throwaway, A/C Carrier Roof
565 | F-32-46 | South F-32 Q 1 [Filter, Throw Away Filters Throwaway, A/C Carrier Roof
566 | F-32-47 | South F-32 Q 8 |Filter, Throw Away Filters Throwaway, A/C Carrier Roof
567 | F-32-48 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Carrier Roof
568 | F-32-49 | South F-32 Q 16 |Filter, Throw Away Filters Throwaway, A/C Carrier Roof
569 | F-32-50 | South F-32 Q 4 |Filter, Throw Away Filters Throwaway, A/C Carrier Roof
570 | F-32-51 | South F-32 Q 6 |Filter, Throw Away Filters Throwaway, A/C DATA AIRE ACS
571 | F-32-52 | South F-32 Q 6 |Filter, Throw Away Filters Throwaway, A/C DATA AIRE ACS
572 | F-32-53 | South F-32 Q 6 |Filter, Throw Away Filters Throwaway, A/C AAON Roof
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573 | F-32-54 | South F-32 Q 5 |Filter, Throw Away Filters Throwaway, A/C YORK Roof
574 | F-32-55 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Space Cooler, Ceiling Ceilinmg
575 | F-32-56 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Space Cooler, Ceiling Ceilinmg
576 | F-32-57 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Space Cooler, Ceiling Ceilinmg
577 | F-32-58 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Space Cooler, Ceiling Ceilinmg
578 | F-32-59 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Space Cooler, Ceiling Ceilinmg
579 | F-32-60 | South F-32 Q 2 |Filter, Throw Away Filters Throwaway, A/C Space Cooler, Ceiling Ceilinmg
580 | F-36-01 | South F-36 A 3 |Fan, Propeller, 24 in. Diameter or Larger Ceiling Fans, 3 each Door 3
581 | H-02-01 | South H-03 A 1 |Hot Water Heater, Electric Hot Water Heater, Gas, 120,000 BTU Boiler Rm 1969
582 | H-02-02 | South H-03 A 1 |Hot Water Heater, Electric Hot Water Heater, Electric, 80 gallon, Bradford White DayCare
583 | H-02-03 | South H-03 A 1 |Hot Water Heater, Electric Hot Water Heater, Electric, State Exam - Mens
584 | H-02-04 | South H-03 A 1 |Hot Water Heater, Electric Hot Water Heater, Electric, State Notice Review
585 | H-02-05 | South H-03 A 1 |Hot Water Heater, Electric Hot Water Heater, Electric, 52 gallon, State Roof Hatch
586 | H-02-06 | South H-03 A 1 |Hot Water Heater, Electric Hot Water Heater, Electric ACS
587 | H-02-07 | South H-03 A 1 |Hot Water Heater, Electric Hot Water Heater, Electric, 30 gallon, Kenmore DayCare
588 | H-03-01 | East H-03 A 1 |Hot Water Heater, Electric Hot Water Heater, Electric Loft Above Ladies Rm 1991
K-105, K-
589 | K-105-1 | South 105A Q, SA 1 |Kitchen Equipment, Ice Maker Manitowoc Model # S2-AMB-D, Ser # 94HG040956 101A 1995
K-105, K-
590 | K-105-1 | East 105A Q, SA 1 |Kitchen Equipment, Ice Maker Ice Machine Cafeteria
K-105, K- Manitowoc Model # QDO452A ,Ser # 980162471, R
591 | K-105-2 | South 105A Q, SA 1 |Kitchen Equipment, Ice Maker R404A 200z 1037, Dr. 2 1098
K-105, K- Dispenser, Manitowoc Model # QFA291, Ser #
592 | K-105-3 | South 105A Q, SA 1 |Kitchen Equipment, Ice Maker 980161858 1037, Dr. 2
K-105, K- Manitowoc Model # QYO325W, Ser # 010464675, R
593 | K-105-4 | South 105A Q, SA 1 |Kitchen Equipment, Ice Maker R404A 160z Pre-Fab 2001
K-105, K- Dispenser, Manitowoc Model # QPA160 ,Ser #
594 | K-105-5 | South 105A Q, SA 1 |Kitchen Equipment, Ice Maker 010362775 Pre-Fab
K-105, K-
595 | K-105-6 | South 105A Q, SA 1 |Kitchen Equipment, Ice Maker Servend Model # M-200, Ser # 94HC010185 Exam
K-105, K-
596 | K-105-7 | South 105A Q, SA 1 |Kitchen Equipment, Ice Maker Ice Maker DayCare Kitchen
597 | L-02-01 | South L-02 Q 1 |Loading Ramp, Adjustable Dock Leveler, Hydraulic Loading Dock 1088
508 | L-02-02 | South L-02 Q 1 |Loading Ramp, Adjustable Dock Leveler, Hydraulic Loading Dock 1088
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Lighting, Outside, Fluorescent, Mercury
599 | L-04-01 | South L-04B 5Y 16 |Vapor or High Pressure Sodium Lighting Outside 360 watt hps , 16 each Parking Lot 1987

Cighting, Outside, Fluorescent, Mercury
600 | L-04-01 | East L-04B 5Y 14 |Vapor or High Pressure Sodium Lighting Outside, 14 each Bldg. Perimeter 1991

LCighting, Outside, Fluorescent, Mercury
601 | L-04-02 | South L-04B 5Y 30 |Vapor or High Pressure Sodium Lighting Outside 360 watt hps, 30 each Bldg. Perimeter 1987
602 | M-02-01 | South M-02 Q 1 |Manhole, Sewer Man Hole NW Corner 1969
603 | M-02-02 | South M-02 Q 1 |Manhole, Sewer Man Hole NW Corner 1969
604 | M-03-01 | South M-03A A 1 |Motors, Preventive Maintenance 1 to 7.5 hp AJC Worthington, Mod # VCR 10105-V3 Roof
605 | M-03-02 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Worthington, Mod # VSR 15105-V3 Roof
606 | M-03-03 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Worthington, Mod # VSR 15105-V3 Roof
607 | M-03-04 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Worthington, Mod # VSR 15105-V3 Roof
608 | M-03-05 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Worthington, Mod # VSR 15105-V3 Roof
609 | M-03-06 | South M-03A A 1 |Motors, Preventive Maintenance 1 to 7.5 hp A/C Carrier Mod # 48D FO 28D Roof 1088-1990
610 | M-03-07 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Carrier Mod # 48D FO 34C Roof 1988-1990
611 | M-03-08 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Carrier Mod # 48D RO 16 Roof 1988-1990
612 | M-03-09 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Carrier Mod # 50DP-014 Roof 1988-1990
613 | M-03-10 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Carrier Mod # 50DL-044-600YF Roof 1988-1990
614 | M-03-11 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Carrier Mod # S50ME-040 Roof 1988-1990
615 | M-03-12 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Carrier Mod # S50ME-040 Roof 1988-1990
616 | M-03-13 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C AAON Mod # RE-15-3-10-1EZ Roof Modular 1988-1990
617 | M-03-14 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Lennox Mod # CHA-15 Roof Modular 1988-1990
618 | M-03-15 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Lennox Mod # CHA-15 Roof Modular 1988-1990
619 | M-03-16 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Lennox Mod # CHA-15 Roof Modular 1988-1990
620 | M-03-17 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Lennox Mod # CHA-15 Roof Modular 1988-1990
621 | M-03-18 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Lennox Mod # CHA-15 Roof Modular 1988-1990
622 | M-03-19 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Lennox Mod # CHA-15 Roof Modular 1988-1990
623 | M-03-20 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Lennox Mod # CHA-15 Roof Modular 1988-1990
624 | M-03-21 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Lennox Mod # CHA-15 Roof Modular 1988-1990
625 | M-03-22 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Lennox Mod # CHA-15 Roof Modular 1988-1990
626 | M-03-23 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Lennox Mod # CHA-15 Roof Modular 1988-1990
627 | M-03-24 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Lennox Mod # CHA-15 Roof Modular 1988-1990
628 | M-03-25 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Lennox Mod # CHA-15 Roof Modular 1988-1990
629 | M-03-26 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Lennox Mod # CHA-15 Roof Modular 1988-1990
630 | M-03-27 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Lennox Mod # CHA-15 Roof Modular 1988-1990
631 | M-03-28 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Lennox Mod # CHA-15 Roof Modular 1988-1990
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632 | M-03-29 | South M-03A A 1 [Motors, Preventive Maintenance 1 to 7.5 hp AJC Lennox Mod # CHA-15 Roof Modular 1988-1990
633 | M-03-30 | South M-03A A 1 [Motors, Preventive Maintenance 1 to 7.5 hp AJC Lennox Mod # CHA-15 Roof Modular 1988-1990
634 | M-03-31 | South M-03A A 1 [Motors, Preventive Maintenance 1 to 7.5 hp AJC Lennox Mod # CHA-15 Roof Modular 1988-1990
635 | M-03-32 | South M-03A A 1 [Motors, Preventive Maintenance 1 to 7.5 hp AJC Lennox Mod # CHA-15 Roof Modular 1988-1990
636 | M-03-33 | South M-03A A 1 |Motors, Preventive Maintenance 1to 7.5 hp A/C Carrier Mod # 50FJ064-600RB Roof 2000
637 | M-03-34 | South M-03A A 1 [Motors, Preventive Maintenance 1 to 7.5 hp AJC Carrier Mod # 50TFF012-601GA Door - 4B 2000

Pump, Centrifugal, Bell & Gosset, 1/2 hp, 30 gpm,
638 | P-04-01 | South P-04A A 1 |Pump, Centrifugal 1to 24 hp 120v Boiler Rm 1969
Pump, Centrifugal, Bell & Gosset, 1/2 hp, 30 gpm,
639 | P-04-02 | South P-04A A 1 [Pump, Centrifugal 1 to 24 hp 120v Boiler Rm 1969
640 | P-04-03 | South P-04A A 1 |Pump, Centrifugal 1 to 24 hp Pump, Centrifugal Boiler Rm 1969
641 | R-01-01 | South R-01 5Y 60 |Radiator, Heating Radiator Heating, 60 each Front of Bldg. 1969
Roof Tnspection - Built-up type (per square,
642 | R-02-01 jouth/ea R-02 SA 2195|or 100 sq. ft.) Roof Inspection -219,500 sq. ft. Roof 1969
Radiation, Baseboards/Convectors (steam,
643 | R-09-01 | South R-09 2Y |1700|hot water, or electric - per linear foot) Baseboard Heat, Electric, 1700 feet Cafeteria
644 | S-07-01 | South S-07 A 1 |Sump Pump Sump Pump #1 Laser Print Rm 1088
645 | S-07-02 | South S-07 A 1 |Sump Pump Sump Pump #2 Laser Print Rm 1988
646 | U-01-01 | South U-01 A 1 |Unit Heater (Steam and Hot Water) Unit Heater, Electric DayCare Lobby
647 | U-01-02 | South U-01 A 1 |Unit Heater (Steam and Hot Water) Unit Heater, Electric Smoke Room Hall
648 | U-01-03 | South U-01 A 1 |Unit Heater (Steam and Hot Water) Unit Heater, Electric Door 06
649 | U-01-04 | South U-01 A 1 |Unit Heater (Steam and Hot Water) Unit Heater, Electric Exam
650 | U-02-01 | South U-02 A 1 |Unit Heater (Gas and QOil Fired) Unit Heater, Gas Loading Dock 1988
651 | V-02-01 | South V-02 M 1 |Valve, Safety Relief Valve Safety, (H-02-01) Boiler Rm
652 | V-02-02 | South V-02 M 1 |Valve, Safety Relief Valve Safety, (H-02-02) DayCare
653 | V-02-03 | South V-02 M 1 |Valve, Safety Relief Valve Safety, (H-02-03) Exam - Mens
654 | V-02-04 | South V-02 M 1 |Valve, Safety Relief Valve Safety, (H-02-04) Notice Review
655 | V-02-05 | South V-02 M 1 [|Vvalve, Safety Relief Valve Safety, (H-02-05) Roof Hatch
656 | V-02-06 | South V-02 M 1 |Valve, Safety Relief Valve Safety, (H-02-06) ACS
657 | V-02-07 | South V-02 M 1 |Valve, Safety Relief Valve Safety, (H-02-07) Daycare
Valve, Manually Operated Main Line or
658 | V-05-2 | South V-05A A 2 |Critical Main Line or Critical 2 - 2" Gate Valves Water Main
Valve, Manually Operated Other over 2
659 | V-05-1 | South V-05B 5Y 4 |inches 4 - 4" Ball Cock Valves Water Main
660 | V-06-01 | South V-06 A 1 |Valve, Motor Operated Valve, Motor Operated Boiler Rm 1969
661 | V-06-02 | South V-06 A 1 |Valve, Motor Operated Valve, Motor Operated Boiler Rm 1969
662 | V-06-03 | South V-06 A 1 |Valve, Motor Operated Valve, Motor Operated Boiler Rm 1969
663 | V-06-04 | South V-06 A 1 |Valve, Motor Operated Valve, Motor Operated Boiler Rm 1969
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664 | V-09-01 | South V-09E A 1 |Backflow Preventer 4 to 6 inches YES |Backflow Preventer 4" Boiler Room
665 | V-09-02 | South V-09E A 1 |Backflow Preventer 4 to 6 inches YES |Backflow Preventer 4" Boiler Room
666 | V-09-03 | South V-09H A 1 |Backflow Preventer Over 8 inches YES [Backflow Preventer 10" Boiler Room
667 | V-09-04 | South V-09H A 1 |Backflow Preventer Over 8 inches YES [Backflow Preventer 10" Boiler Room
668 | W-01-01 | South W-01 Q 17 |Drinking Water Filter Systems Water Fountains, 17 each Thru-Out 1088-1990
669 | W-01-01 | East W-01 Q 2 |Drinking Water Filter Systems Water Fountains, 2 each Pole 19-A & 19-F 1091
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